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UGI Hunlock Creek Energy Center, Unit 5 Firing Gas

Compliance Emissions Test Program

.:Final Report
December, 2011

2. SUMMARY OF RESULTS

TABLE 2-1
UNIT 5 — FIRING GAS NO DUCTS

Permit
Run 1 2 3 Average Limit Result
‘ TemvBlu | 00008 | 0.0007 | 0.0007 | 0.0007 . ;
PM 2.5 Filterable
LB/HR 0.34 0.39 0.34 0.36 ] :
o TemvBlu | 00005 | 00013 | 00007 | 0.0008 ] s
RMIQ Lreres LB/HR 0.29 0.69 0.39 0.46 - -
M 2.5/10 TBMMBlu | 00011 | 00020 | 00014 | 0.0015 : -
Total Filterable LB/HR 0.63 1.08 0.73 0.81 . -
CondensablePM. | LBMMBu | 00024 00015 | 00027 | 0.0022 ; i
(CPM) LB/HR 128 0.80 1.45 1418 ; -
oM 2.5/10/CPM —wmBm | 00035 | 00035 | 00041 | 00037 | 00141 | Pass
Total LB/HR 1.91 1.88 2.18 1.99 3 .
H2504 VMBI | 00000 | 00000 | 0.0000 | 0.0000 | 0.0009 Pass
S02 SMMBM | 00015 | 00014 | 00013 | 00014 | 0.0030 Pass
Non NisthaneOrs | FEM@YSS | pep | @2 | O 0.09 120 | Pass |
NOX PG 15% | 244 225 202 2.24 2.50 pass
co PEM (%15% 147 1.84 2.30 187 4.0 Pass |
PPM@15% | 38 3.9 38 38 - = |
NS o2 27.7
LB/HR 273 2.75 2.68 272 oyt | s




UGI Hunlock Creek Energy Center, Unit 5 Firing Gas

Compliance Emissions Test Program

Final Report

December, 2011

2. SUMMARY OF RESULTS (continued)

TABLE 2-2
UNIT 5 — FIRING GAS WITH DUCTS
Permit
Run 1 2 3 Average Limit Result
LB/MMBtu 0.0015 | 00006 | 0.0003 | 0.0008 i -
PM 2.5 Filterable
LB/HR 0.83 0.34 0.14 0.44 8 -
_ LB/MMBtu 00022 | 00003 | 0.0011 | 0.0012 - ]
PM10 Filterable
LB/HR 1.22 0.19 058 0.66 - :
S — LB/MMBtu 0.0037 | 00009 | 0.0014 | 0.0020 3 -
Total Filterable LB/HR 2.05 0.53 0.72 1.10 . %
(CPM) LB/HR 1.97 1.74 0.96 1.56 ’ ;
M 2.5110/CPM LB/MMBtu 00073 | 00040 | 0.0031 | 0.0048 0.0141 Pass
Total LB/HR 4.02 227 1.68 2.66 - =
H2S04 LB/MMBtu 0.0000 | 00000 | 0.0000 | 0.0000 0.0009 Pass
S02 LB/MMBtu 00023 | 00024 | 00013 | 0.0020 0.0030 Pass
NonMethanavoc | TFM é@é 15% 0.00 1.66 0.98 0.88 1.20 Pass
NOx PPM 5@2 15% 2.00 1.99 1.03 1.97 2.90 Pass
co PPM c% 15% 222 227 | 208 2.9 4.00 Pass
PPM@ 150 | 3 3.8 36 35 . :
02
NH3 27.7
LB/HR 2.29 2.81 2.64 2.58 : Pass
tonslyr

0



UGI Hunlock Creek Energy Center, Auxiliary Boiler Firing Gas

Compliance Emissions Test Program

.+ Final Report
March 8, 2012

2. SUMMARY OF RESULTS

s e e e e

TABLE 2-1
AUXILIARY BOILER EMISSIONS SUMMARY — FIRING GAS

Run 1 2 3 Average PG::;? Result
PPM @ 3% 02 210 206 243 220 300 Pass
CcO LB/MMBtu 0.155 0.152 0.179 0.162 - -
LB/HR 2.98 2.95 3.44 3.12 - -
PPM @ 3% 02 24 25 25 25 30 Pass
NOx LB/MMBtu 0.030 0.030 0.030 0.030 - -
LB/HR 0.57 0.58 0.57 0.57 - -




1.0

2.0

3.0

Introduction

Catalyst Air Management, Inc. was contracted by UGI Development Company (UGI) to
conduct a test program for particulate as requested by in correspondence from Mr. Mark J.
Wejkszner (PADEP) to Mr. Davis Settler (UGI) dated January 12, 2009. The data in this
report represent the results of the testing program.

The sampling program was conducted June 22, 2009. The testing was performed by
Messrs. Jeff Ferguson, Scott Williams and Dustin Urban of Catalyst. Mr. Jeff Steeber of
UGI coordinated plant operation during the testing.

Summary of Test Results

A summary of the test results developed by this source-sampling program is presented in
Tables 1 and 2. The summary tables are presented as follows:

Table Description Page
1 Test Results Summary : 1
2 Isokinetic Sampling Summary - Particulate 2

Results of Testing

The individual test run results are shown in Table 2, and are tabulated in Appendix 1. The
plant operating data is summarized in Appendix 2 and the lab results are contained in
Appendix 3.

TABLE 1
Test Results Summary
Hunlock Station
Unit 6
Constituent | Concentration | Emission Rate | Permit Limit | Compliance/

(gr/dscf) (Ib/mmBtu) (Ib/MMBtu) Non —
per permit Compliance

No. 40-00005 Result

FPM 0.039 0.082 0.1 Compliance

CPM 0.005 0.011 NA Not Applicable
Total 0.044 0.093 NA Not Applicable




